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Exigent Health and Safety Notification Form

Property Id: 800003283

Property Name: Branford Manor Apartments Inspection ID: 708174

Address: 37 A Mather Ave. Inspection Date: Jun 22, 2022 8:36:59 AM

Primary Contact: Dan Morales

Groton, CT 06340 Role: Management Agent

Phone: (860)445-6076 Primary Contact Phone: (914)443-8547 Ext :

Owners must mitigate all EHS items immediately,and the owner must file a written report with the applicable office
within 3 business days of the date of the inspection, which is the date the owner was provided with the EHS notice.

During this inspection, the following items were observed and noted as EHS deficiencies. These require immediate
attention:

# Item Deficiency Location

Common Areas
1 Smoke Detector CA - Missing/Inoperable (Smoke Detector) Bldg: 25 - 37 Mather Ave.

Area: Office
Floor: 1
Comments: Day
2-maintenance
office-inoperable

Unit
2 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 2 - 74-90 Mather

Ave.
Unit: 90 M
Room: Living Area
Comments: Day 1-missing

3 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 3 - 92-108 Mather
Ave.
Unit: 92 M
Room: Bedroom
Comments: Day 1-bed
1-inoperable

4 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 3 - 92-108 Mather
Ave.
Unit: 92 M
Room: Bedroom
Comments: Day 1-bed
2-inoperable

5 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 3 - 92-108 Mather
Ave.
Unit: 92 M
Room: Living Area
Comments: Day
1-inoperable

6 Outlets/Switches Unit - Missing/Broken Cover Plates
(Outlets/Switches)

Bldg: 32 - 38-56 Branford
St.
Unit: 52 B
Room: Basement
Comments: Day 2-outlet
cover missing

7 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 32 - 38-56 Branford
St.
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# Item Deficiency Location
Unit: 52 B
Room: Bathroom
Comments: Day 2-missing

8 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 32 - 38-56 Branford
St.
Unit: 52 B
Room: Living Area
Comments: Day
2-inoperable

9 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 33 - Bdg.33: 58-76
Branford St.
Unit: 72 B
Room: Basement
Comments: Day 2-missing

10 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 34 - 78-94 Branford
St.
Unit: 88 B
Room: Bathroom
Comments: Day 2-missing

11 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 35 - 96-112
Branford St.
Unit: 106 B
Room: Basement
Comments: Day 2-missing

12 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 35 - 96-112
Branford St.
Unit: 106B
Room: Basement
Comments: Day 2-missing

13 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 36 - 114-130
Branford St.
Unit: 130 B
Room: Basement
Comments: Day 2-missing

14 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 38 - 150-166
Branford St.
Unit: 164 B
Room: Basement
Comments: Day 2-missing

15 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 38 - 150-166
Branford St.
Unit: 164 B
Room: Hallway
Comments: Day 2-stairs to
basement-inoperable

16 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 39 - 168-184
Branford St.
Unit: 168 B
Room: Basement
Comments: Day 2-missing

17 Emergency/Fire Exits HS - Emergency/Fire Exits Blocked/Unusable
(Emergency/Fire Exits)

Bldg: 39 - 168-184
Branford St.
Unit: 168 B
Room: Dining Area
Comments: Day 2-bolt
lock on passage door
restricts egress from
basement
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# Item Deficiency Location
18 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 4 - 38-54 Mather

Ave.
Unit: 44 M
Room: Living Area
Comments: Day
1-inoperable

19 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 41 - 204-220
Branford St.
Unit: 218 B
Room: Basement
Comments: Day 2-missing

20 Electrical Hazards HS - Exposed Wires/Open Panels (Electrical
Hazards)

Bldg: 41 - 204-220
Branford St.
Unit: 218 B
Room: Basement
Comments: Day
2-basement-exposed wires
on light fixture

21 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 41 - 204-220
Branford St.
Unit: 218 B
Room: Living Area
Comments: Day
2-inoperable

22 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 42 - 222-238
Branford St.
Unit: 228 B
Room: Basement
Comments: Day 2-missing

23 Emergency/Fire Exits HS - Emergency/Fire Exits Blocked/Unusable
(Emergency/Fire Exits)

Bldg: 42 - 222-238
Branford St.
Unit: 228 B
Room: Living Area
Comments: Day 2-entire
unit restricted for safe
egress

24 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 44 - 258-274
Branford St.
Unit: 262 B
Room: Basement
Comments: Day 2-missing

25 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 44 - 258-274
Branford St.
Unit: 262 B
Room: Bedroom
Comments: Day 2-bed
2-missing

26 Emergency/Fire Exits HS - Emergency/Fire Exits Blocked/Unusable
(Emergency/Fire Exits)

Bldg: 44 - 258-274
Branford St.
Unit: 262 B
Room: Bedroom
Comments: Day 2-bed
1-one window blocked
with ac unit and one
window blocked with
furniture-no 2nd egress
from room

27 Smoke Detector Unit - Missing/Inoperable (Smoke Detector) Bldg: 45 - 276-292
Branford St.
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